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SHEET NOTES CONSTRUCTION NOTES

1. REFER TO SHEET C3.0 FOR LEGENDS, GENERAL NOTES AND

DETAILS.

TP/ME 205.99

TC 206.49

TS/TP/ME 207.00

TC 207.50

TP/ME 206.73

TP/ME 208.19 TP/ME 208.79

TP/ME 207.39

TP/ME 206.79

TC/ME 207.00

NEW TC 207.29

TS/TP 207.50

TC 208.00

TS/TP 209.32

TS/TP/ME 207.95

TS/TP/ME 207.92

TP/ME 208.91

TP/ME 208.71

TP 208.78

TC/ME 209.21

TP/ME 208.68

TP/ME 210.95

TC/ME 211.36

TP/ME 208.87

SITE GRADING

AND PAVING

C1.0

GRADING PLAN

SCALE:  1" = 10'

1

C1.0

SITE PAVING PLAN

SCALE:  1" = 10'

2

C1.0

EX RIM

205.89

TP/ME 208.75

EXISTING BUILDING

EXISTING STAIRS

TO BE REMOVED

TP/ME 210.18

FG/ME

TS/TP 208.31

PAVING LEGEND

CONCRETE SLAB

8" DEPTH, 4000 PSI AIR-ENTRAINED CONCRETE, OVER

6" COMPACTED DEPTH 3/4"-0 CRUSHED ROCK, OVER

APPROVED SUBGRADE.  (REFER TO STRUCTURAL PLANS FOR REINFORCEMENT)

SANDBOX

(REFER TO ARCHITECTURAL PLANS AND SPECIFICATIONS FOR SECTION)

ASPHALT PAVEMENT

3" COMPACTED LIFT ASPHALT PAVEMENT, OVER

6" COMPACTED DEPTH 3/4"-0 CRUSHED ROCK, OVER

APPROVED SUBGRADE

(SEE SECTION, SHEET C3.0)

ASPHALT OVERLAY

MILL EXISTING ASPHALT, GRIND 2" DEPTH.

NEW 2" MIN. COMPACTED LIFT ASPHALT PAVEMENT, OVER

EXISTING MILLED ASPHALT SURFACE

PAVEMENT STRIPING

REFER TO ARCHITECTURAL PLANS FOR STRIPING LOCATION AND PATTERN,

AND TO SPECIFICATIONS FOR PAINT MATERIAL

SANDBOX

COVERED AREA

CONCRETE SLAB ASPHALT OVERLAY

SANDBOX

COVERED AREA

CONCRETE SLAB ASPHALT OVERLAY

1. SAWCUT AND REMOVE EXISTING ASPHALT PAVEMENT PER DETAIL 1, SHEET C3.0.

CONSTRUCT NEW FULL DEPTH CURB PER DETAIL 2, SHEET C3.0.

SAWCUT AND REMOVE EXISTING ASPHALT AND/OR SOFTSCAPE, AND CONSTRUCT

DEEP FULL DEPTH CURB PER DETAIL 2A, SHEET C3.0.

2. SAWCUT AND REMOVE EXISTING ASPHALT PAVEMENT PER DETAIL 1, SHEET C3.0.

CONSTRUCT CONCRETE CURB AT SANDBOX PER SECTION ON ARCHITECTURAL PLANS.

3. SAWCUT AND REMOVE EXISTING ASPHALT AND/OR LANDSCAPE, PER DETAIL 1, SHEET

C3.0.  PLACE NEW PAVEMENT PER DETAIL 4, SHEET 3.0 AND AS PER SPECIFICATIONS.

4. SAWCUT AND REMOVE EXISTING ASPHALT PAVEMENT PER DETAIL 1, SHEET C3.0.

PLACE NEW AT-GRADE CONCRETE SLAB ABUTTING ASPHALT PATCH PER THE

CONCRETE SECTION NOTED HEREIN, AND AS PER DETAIL 3, SHEET C3.0.

5. THICKENED EDGE OF MONOLITHIC CONCRETE SLAB ALONG THE WEST EDGE, AS PER

STRUCTURAL SLAB DETAILS.

4 77 LF

2
102 LF

2

2

2
CONCRETE WASHOUT BASIN

(ECO-PAN), REFER TO

ARCHITECTURAL PLANS

1
9.4 LF

3
130 LF

PROPOSED MATERIAL STORAGE

BLOCK WALLS, REFER TO

ARCHITECTURAL PLANS

TS/TP 208.96

 PLAN SCALE 

10

N

SURVEY CONTROL POINTS

POINT #

1

31

32

34

DESCRIPTION

STP-MAG

STP-MAG

STP

ELEV

197.46

198.06

207.25

209.90

NORTHING

5131.33

5135.29

5208.79

5312.00

EASTING

5586.47

5309.66

5349.41

5264.26

EXISTING BUILDING

BEGIN REMOVAL OF

EXISTING CURB,

APPROXIMATELY 96 LF

END REMOVAL OF

EXISTING CURB

570.4 LF

TP/ME 208.69

TC/ME 209.17

TP 209.00

TC 210.00

1A
11.0 LF

NEW RAMP, REFER TO

ARCHITECTURAL PLANS FOR

LAYOUT AND CONSTRUCTION

FFE 212.40

TW 212.38

TP/ME 209.00

RE-GRADE AREA FROM

TOP OF NEW CURB, AT

NO GREATER THAN 3:1

NEW RAMP, REFER TO

ARCHITECTURAL PLANS FOR

LAYOUT AND CONSTRUCTION

1A.

TW 208.75

TC 210.00

FS/ME 212.0

TW 212.37
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SHEET NOTES

CONSTRUCTION NOTES

1. REFER TO SHEET C3.0 FOR LEGENDS, GENERAL NOTES AND

DETAILS.

2. REFER TO SHEET C1.0 FOR CONTROL POINT TABLE.

1. EXPOSE EXISTING STORM PIPE AT PROPOSED CONNECTION

LOCATION AND CONFIRM PIPE SIZE, DEPTH, LOCATION AND

CONDITION, AT LEAST 5 DAYS PRIOR TO START OF STORM

DRAIN WORK AND NOTIFY ENGINEER OF FINDINGS.

SITE STORM DRAIN

C2.0

EXISTING STORM DRAIN INLET TO

REMAIN.  CONTRACTOR SHALL PROTECT

THE INLET FROM DAMAGE AND/OR

SEDIMENT COLLECTION.  INSTALL INLET

PROTECTION PER DETAIL 1, THIS SHEET.

EXISTING STORM

DRAIN TO REMAIN

AREA DRAIN

No Scale

STRUCTURE PROTECTION
1

DRAINAGE INLET

AREA DRAIN

No Scale

SEDIMENT FENCE
2

INSTALL SEDIMENT FENCE ALONG

WEST AND SOUTH SIDES OF PROJECT

AS PER DETAIL 2, THIS SHEET.

APPROXIMATELY 227 LF

NEW ROOF STRUCTURE, REFER TO

ARCHITECTURAL PLANS FOR DESIGN AND

CONSTRUCTION.  ONE DOWNSPOUT

SHALL BE INSTALLED AT THE SOUTHWEST

CORNER OF THE STRUCTURE.

N 5247.00 E 5270.41

ROOF DRAIN CONNECTION

6"FL= 206.0

CONST 6"SD 41.7 LF

(BUILDING APPROVED

MATERIAL)

S= 0.0100 FT/FT

N 5222.42 E 5304.10

CONNECT TO EX SD

6"FL= 205.58

EX FL= TBD

EXISTING 10" CONCRETE

PIPE TO REMAIN, PROTECT

DURING CONSTRUCTION

1

ROOF AND CONCRETE WASH (ECO-PAN) AS PER

ARCHITECTURAL PLANS.  ROOF DOWNSPOUT SHALL

DAYLIGHT RUNOFF TO THE PAVEMENT SURFACE TO SHEET

DRAIN TO EXISTING DRAIN, FOLLOWING THE PATH OF

EXISTING RUNOFF.

EXISTING BUILDING

N 5242.60 E 5276.44

CONNECT 4"PERF TO 6"SD

N 5236.72 E 5284.51

CONNECT 4"PERF TO 6"SD

N 5225.02 E 5276.47

BEGIN SANDBOX UNDERDRAIN

4"FL= 206.17

CONST 4"PERF 17.6 LF

S= 0.0050 FT/FT MIN

N 5225.03 E 5284.53

BEGIN SANDBOX UNDERDRAIN

4"FL= 206.17

CONST 4"PERF 11.7 LF

S= 0.0050 FT/FT MIN

N  5247.00 E 5276.44

BEGIN SANDBOX UNDERDRAIN

4"FL= 206.46

CONST 4"PERF 4.6 LF

S= 0.0050 FT/FT MIN

N  5247.19 E 5284.49

BEGIN SANDBOX UNDERDRAIN

4"FL= 206.46

CONST 4"PERF 10.5 LF

S= 0.0050 FT/FT MIN
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PROPOSED / NEW  LEGEND

AND ABBREVIATIONS

AC ASPHALT CONCRETE

ADA AMERICANS WITH

DISABILITIES ACT

APPROX APPROXIMATELY

CONST CONSTRUCT

ELEV ELEVATION

EX EXISTING

FFE FINISH FLOOR ELEVATION

FL FLOWLINE

FT FOOT/FEET

FS FINISHED SURFACE

L LENGTH

LF LINEAR FEET

MAX MAXIMUM

ME MATCH EXISTING

PCC PORTLAND CEMENT CONCRETE

PERF PERFORATED

PSI POUNDS PER SQUARE INCH

PVMT PAVEMENT

RAD RADIUS

STD STANDARD

TC TOP OF CURB

TP TOP OF PAVEMENT

TS TOP OF SLAB

TW TOP OF WALK

TYP TYPICAL

EXISTING / SURVEY LEGEND

CIVIL GENERAL NOTES, LEGENDS AND DETAILS

C3.0

X X

SD

W

FO

E

NO SCALE

SAWCUT SECTION
1

NO SCALE

TRANSITION JOINT
3

AC TO PCC 

5' MIN
TAPER

AC
PAVEMENT

CONCRETE
PAVEMENT

2"

8" MAX>

SEE NOTE
1

REINFORCING PER
STRUCTURAL PLANS

NO SCALE

AC PAVING SECTION
4

NO SCALE

FULL DEPTH CURB
2

STANDARD
CURB

NO SCALE

TRENCHING & BACKFILL SECTION
5

TYPICAL

NO SCALE

FULL DEPTH CURB
2A

DEEPENED
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